EXISTING JOISTS AND TRIMMERS TO FIRST FLOOR TO BE VERIFIED ON
SITE FOR ADEQUACY TO CARRY ADDITIONAL LOADS.
ESCAPE ROUTE AND CIRCULATION AREAS (INCLUDING STAIRCASES)
TO BE CONSTRUCTED TO AT LEAST 2 HOUR FIRE RESISTANCE.
WALLS TO BE SOLID OR IF STUDWORK, 2 LAYERS OF 12.5MM
PLASTERBOARD TO BE PROVIDED OR VERIFIED ON SITE. LANDING TO
BE OVERLAID WITH HARDBOARD IF NECESSARY. ANY GLAZING TO BE

% HOUR FIRE RESISTANT.
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