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Historic side wing hipped slate roof
remains in situ. Drone footage depicts
water ingress to 2f kitchen poss. due to
no apparent upstand between tile finish
and EPDM flat roof finish. Prop. lower

slate tile courses be removed and
EPDM lapped up behind tiles by

300mm. Slate roof tiles re-positioned -
allow for 150mm upstand.

Existing roof light to form smoke
vent AOV

Note upstand  322mm (h) lid
83mm (h)

Ensure lead flashing is
continuous and sound

n BFiD08
FD30s
1m<1.5mx
600mm

new door
BFiD07 1875mm (h) x

760mm (w) using
existing window lintel

existing
BFiD01
ensure
fire
 rating

FD30s kls

existing brick floor &
shelving divisions
 to remain in situ

existing stone floor  to
remain in situ

proposed new slab: existing earth ground level +220mm
20mm tile finished floor over
50mm Newton foam ins. board
electric under floor heating set within 50mm screed over
100mm concrete slab

rev ch 1855<2100

fire rated
infill

Unit 1 Bathroom

obselete
window
aperture
infill

(assumed 2x fire board
below historic lath and plaster)

existing elec cup
doors - ensure

fire rating
BFiD02

FD30s kls

e
GFeD01
dh 2070

GFiD02
panel over
architrave
retained
in situ

GFiD03
panel over
original
architrave
retained
in situ

new GF U2
main entry door
GFiD04sc
FD30s sc

GFiD05
panel over
architrave
retained
in situ
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e
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e
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FD30s

e
GFID01

os

os

prop lightwell terracing

n BFeD02
1960mm (h)
x1600 (w)

new Juliet balcony and lightwell railings

Existing
window
made
good
BFW02

prop ch  2000mm
(currently @ datem
level16.89 + 2240
from earthen
ground level)

ceiling to be lined
with 2 x fire board
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3FW03

Single storey rear
flat roof extension

Sand coloured rendered side wing
extension

with yellow stock brick set back
from main building

coining to front

Sand coloured rendered main
building

Yellow
flemish bond
stock brick

Yellow
stock brick
front bay

No. 194
stock flemish bond brick wall

no. 195

Sand rendered
extension

No. 194 stock flemish bond brick
wall

appx locations of 150mm (d)
bathroom extraction vents

appx locations of 150mm (d)
bathroom extraction vents
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NOTES:

Report all discrepancies, errors and omissions.

Verify all dimensions on site before commencing any work on site
or preparing shop drawings.

All materials, components and workmanship are to comply with
the relevant British Standards, Codes of Practice and appropriate
manufacturers recommendations.

See relevant drawings for all specialist work.
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Railton Proposed Flatted Schemes
195 Parrock Street
Gravesend
Kent DA12 1EW
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