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Proposed Surface Water Drainage

Extent of permeable sub-base = 5,917m2

Proposed Geocellular Soakaway
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Geocellular Soakaway Design
Plan area = 211.7m²

Dimensions = 25.2 x 8.4m
Crate depth = 1.3m

Depth of cover = 1.7m
Void Ratio = 95%

Infiltration rate = 1.11 x 10ˉ⁵ m/s (0.03996 m/hr)
- Base & Sides

10m offset achieved from pitch and school boundary.

Soakaway base depth recommended to be located 3.0m bgl,
facilitating infiltration into the 'light yellowish brown slightly

clayey slightly gravelly silty fine Sand' underlying the site.
Permeable Sub-base of Artificial Grass Pitch

Contributing drained area = 6,425m2

Pitch area = 5,917m2

Dimensions of pitch = 97m x 61m
Void Space = 30%

Longitudinal Slope = 1:300

Pitch Construction:
Permeable 3G carpet = 50mm

Insitu pad = 15mm
Porous macadam = 40mm

Permeable sub-base = 300mm

Total construction thickness = 405mm

Pitch to be sealed beneath the sub-base due to chalk dissolution risk.

Surface water flow restriction
limited to 2.0 l/s
IL = TBC

Micro-Mesh filter chamber

General Notes
1. All dimensions are in metres unless

otherwise stated.

2. All levels are in metres.

3. This drawing is to be read in conjunction
with all relevant Engineers and Architect's
drawings, Specifications, Reports and
Engineering Details.

4. Do not scale from this drawing.
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